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 ELECTRICAL SITE PLAN - PEA PATCH ISLAND FORT DELAWARE
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 DIRECT BURIAL CONDUIT
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 PULL BOX DETAIL
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MIN. 18"x18"

EXISTING MAINTENANCE
BUILDING TO BE DEMOLISHED
AND REMOVED FROM ISLAND.

NEW MAINTENANCE BUILDING.
EXTEND POWER FROM PULL BOX. 
PROVIDE POWER PANEL AS SPECIFIED.
PROVIDE 60A, 2P NEMA I ENCLOSURE 
CIRCUIT BREAKER. REINSTALL
EXISTING DRY-TYPE TRANSFORMER

NEW PULL BOX.  SEE DETAIL
THIS SHEET.

INTERCEPT POWER FROM
GENERATOR BUILDING TO
EXISTING MAINT. BLDG.
INTERCEPT POWER FROM
MAINT. BLDG. TO BARRACKS
& RESTROOM BLDG..
TERMINATE IN PULL BOX.
EXTEND POWER FROM PULL
BOX TO NEW MAINT. BLDG.

NEW 3" CONDUIT TO
NEW PAVILION. SEE
DETAIL THIS SHEET

EXISTING CONDUIT TO
RESTROOM BLDG.

EXISTING BARRACKS

NEW PAVILION EXISTING RESTROOMS

EXISTING SEPTIC
FIELD
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